
0 626 01

L
E

05
15

8A
B

0 892 79
0 893 79

0 784 70
0 791 74

27 V=
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T° 0 - 40 °C

Dimensions (mm) 116 H x 106 W x 28 D

Warnings
- Remove the protective film from the screen before use.
- For cleaning, do not use solvents or abrasive or corrosive products.
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      Safety instructions
This product should be installed in line with installation rules, preferably by a qualified 
electrician. Incorrect installation and use can lead to risk of  electric shock or fire.
Before carrying out the installation, read the instructions and take account of  the pro-
duct’s specific mounting location.
Do not open up, dismantle, alter or modify the device except where specifically requi-
red to do so by the instructions. All Legrand products must be opened and repaired ex-
clusively by personnel trained and approved by Legrand. Any unauthorised opening or 
repair completely cancels all liabilities and the rights to replacement and guarantees.
Use only Legrand brand accessories.

Installation



Connection to the interface

Connection with touch screen via Ethernet network with 2 interfaces

Crossed cable – max length 50 m

0 626 00

0 634 42
0 626 01

10A MCB

10A MCB

230V~ mains 
power 

230V~ mains 
power 

BUS

BUS

Interface 
Cat. No. 0 626 00

Interface 
Cat. No. 0 626 00

Hub/Switch

Local data network 
(TCP/IP)

Touch screen 
Cat. No. 0 626 01
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